Disabled

$PIcMain.Actuator.Position |——C

CArea | HasPosition

vaL—{ stoai_[ sPicmain.Actuator.Position

Simulate valve position Select
Ramp HIG
- $PIcMain.Actuator.Order IN VAL Sub Low
Ramp0 Sub0 con
Select Select2
[ Ap ] sPicmain.Actuator. MaxposDift_} I add | HIG VAL
Select0

[oe [sPicFo posbittErrar |-

PositionValue

Disabled

$PIcMain.Actuator.SwitchOpen I——C

CArea | HasSwitchopen |

Simulate open and closed switches
Ao | $PIcMain.Actuator.Order Ge
1

|Ap $PIcMain.Actuator.| Open T 1 _Ge2

Dp | $PIcFo.ManSwitchOpen
[ op | sPicFo.Manswitchopenvaiue

or StoDi | $PIcMain.Actuator.SwitchOpen
Oro

Disabled

$PIcMain.Actuator.SwitchClosed |——‘C

CArea | HasSwitchClosed |

Ao | $PIcMain.Actuator.Order Le
| 1

Ap | $PIcMain.Actuator.Po: itchClosed | 1 Led

Dp | $PIcFo.ManSwitchClosed
| Dp | $PIcFo.ManSwitchClosedValue

or StoDi_| $PlcMain.Actuator.SwitchClosed
Orl
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